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A REFER TO SHEET H0.1 FOR LEGEND, ABBREVIATIONS AND ADDITIONAL GENERAL NOTES. E E E
B RUNOUT PIPING TO TERMINAL UNITS SHALL BE 0.75" SIZE UNLESS OTHERWISE NOTED. S |
N

£ 1 EXISTING STEAM CONVECTOR TO REMAIN. REMOVE EXISTING SELF-CONTAINED STEAM
CONTROL VALVE AND REPLACE WITH DDC. REFER TO DETAIL ON SHEET H0.6 AND
CONTROL DIAGRAM ON SHEET Ho0.10.

2 FISH THERMOSTAT WIRES THROUGH EXISTING WALL.

3 3"HEATING HOT WATER SUPPLY AND RETURN PIPES DOWN. REFER TO SHEET H3.1-0
FOR CONTINUATION. 2.5" HEATING HOT WATER SUPPLY AND RETURN PIPES UP. REFER
TO SHEET H3.1-2 FOR CONTINUATION.

4 5" CHILLED WATER SUPPLY AND RETURN PIPES UP AND DOWN. REFER TO SHEETS H3.1-0
AND H3.1-2 FOR CONTINUATION.

5 4" CHILLED WATER SUPPLY AND RETURN PIPES UP AND DOWN. REFER TO SHEETS H3.1-0
AND H3.1-2 FOR CONTINUATION.

6 PROVIDE REFRIGERANT PIPING AND ACCESSORIES PER MANUFACTURER'S
RECOMMENDATIONS. APPROXIMATE ROUTE SHOWN.

7 EXISTING 2" STEAM SUPPLY AND 1.25" STEAM CONDENSATE RETURN PIPES UP TO FLOOR
ABOVE AND DOWN TO FLOOR BELOW. REFER TO SHEETS H3.1-0 AND H3.1-2 FOR
CONTINUATION.

8  STEAM AND CONDENSATE PIPING DOWN. REFER TO SHEET H3.1-0 FOR CONTINUATION.

9  EXTEND FULL SIZE VENT PIPING FROM BASEMENT UP THRU ROOF. REFER TO SHEETS
H4.1-0 AND H2.1-4.
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